






          GL 87609 
Page 10 of12 

 
South Shore Iron Works Unexposed Side Temperature Data 

High Temperature in ºF: T/C# 
 
 

The highest temperatures at 3 hours: 
 

T/C#  Location   Temperature ºF 
 
  1  ambient     62 
 
  8  left lower, over stud  135 
 
 10  center    135 
 
  7  upper right, over stud  128 
 
  9  lower right   128 
 
  6  upper left   137 
 
 
Failure temperature was 310ºF 
 
The highest temperatures on the steel studs: 
 
1 1152 

 
2 1113 

 
3 1175 

 
4 1123 

 
5  340 

 
6  319 

 
7  346 

 
8  324 

 
Average 737 

  
 Test Observations 
 
 There were no visable changes to the unexposed side. 

Fire side:  The color changed to glowing orange after 30 minutes of test time, and the 
Glas Roc stayed in place 
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             Completed unexposed side   10:00 60:00 

Before test: side to be exposed        back of exposed side    unexposed side 

120:00    180:00      After test: exposed side 
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                 After test: showing back of unexposed side

                   After test: exposed side 




